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1 Properties of the VAPORIX system 
The VAPORIX system (vapor recovery information system) is an automatic monitoring de-
vice to check the function of the vapor recovery systems (Stage II) at filling stations. The 
VAPORIX system is approved in compliance with the German 21th Federal Immission Con-
trol Ordinance and the European Directives 2009/126/EC and 2014/99/EU. 
During the fuelling process the vapour flow is registered together with the fuel flow of the 
according fuelling point. After the fuelling process has been completed, an evaluation is 
performed and the status of the vapour recovery system is sent to a master system sig-
nalled with an LED. 
A VAPORIX system consists of two VAPORIX-Flow transmitters for monitoring both sides 
of the dispenser and one VAPORIX-Control II evaluation unit. The VAPORIX-Flow transmit-
ter is fitted into the vapour recovery pipe. The VAPORIX-Control II evaluation unit is 
mounted in the computer head of the dispenser. The transmitters, the data cable and the 
auxiliary power supply are connected to the evaluation unit. The system is maintenance-
free. 
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In addition, the evaluation unit can be extended by the following VAPORIX components: 

• SECON with SECON-Vap  

Signalling device to indicate the function status of the vapour recovery and the 
VAPORIX system (displays faults, saves and acknowledges), see technical docu-
mentation SECON Client, art. no. 350076; technical documentation SECON-Vap 
User guide, art. no. 350113; and technical documentation SECON-Vap Administra-
tor, art. no. 350134 

 
• VAPORIX-Diagnostics  

  
Excel-based program for automatic reading and graphical representation of the 
VAPORIX history data of both dispenser sides 
(see technical documentation VAPORIX-Diagnostics, art. no. 207155) 
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2 Safety instructions 
The VAPORIX system is designed for measuring and evaluating the vapour flow of vapour 
recovery systems at petrol stations. The system must be used exclusively for this purpose. 
The manufacturer accepts no liability for any form of damage resulting from improper use.  
The transmitter and the evaluation unit have been developed, manufactured and tested in 
accordance with state-of-the-art technology and with recognised safety rules and regula-
tions. Nevertheless, hazards may arise from their use.  
For this reason, the following safety instructions must be observed: 

• Do not change or modify the system or add any equipment without the prior con-
sent of the manufacturer. 

• Only use original spare parts. These comply with the technical requirements speci-
fied by the manufacturer. 

• The installation, use and maintenance of the transmitter and the evaluation unit 
must be carried out only by expert personnel. Specialised knowledge must be ac-
quired by regular training. 

• Operators, installers and service technicians must observe all applicable safety 
regulations. This also applies to any local safety and accident prevention regula-
tions which are not stated in this user guide. 

• VAPORIX-Flow and VAPORIX-Control II are subject to explosion protection and 
environmental approvals and are therefore only allowed to be repaired by FAFNIR 
or companies authorized by FAFNIR. In case of failure, always the entire transmit-
ter or the entire evaluation unit must be replaced. 

• The VAPORIX-Control II evaluation unit is exclusively intended for mounting in the 
protective casing of the dispenser computer and not to be used in hazardous ar-
eas. It is only intended for use within the VAPORIX system.  

 
The safety instructions in this user guide are marked as follows: 

 If these safety instructions are not observed, it may result in the risk of accident 
or damages to the VAPORIX system. 

 Useful information which ensures continued and correct operation of the sys-
tem and makes your work easier. 
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3 VAPORIX-Flow transmitter 
3.1 Design and function 
The VAPORIX-Flow transmitter is a calorimetric flow sensor with integrated vapour con-
centration sensor, which supplies accurate results even in case of changing vapour concen-
trations.  
VAPORIX-Flow consists of a measuring tube with inlet section (1), outlet section (2) and 
side-fitted sensor support (3) (see Figure 1). 
 

 
Figure 1: VAPORIX-Flow transmitter 

In the sensor support (3) there are three sensors. A temperature sensor to measure the va-
pour temperature, a heat dissipating sensor to determine the flow and a heat dissipating 
sensor to measure the vapour concentration. 
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The measurement of flow rate and vapour concentration is based on the calorimetric prin-
ciple. Here, the heat dissipation of the electrically heated sensor into the flowing medium 
is utilized as a measuring effect. The vapour concentration is required for precise evalua-
tion of the flow rate. 

 

 
Figure 2: Function principle of the VAPORIX-Flow 

The grey tail represents the heat dissipation into the flowing medium. 
 
 
 
 
3.2 Installation 

 When working with the transmitter, the national safety and accident prevention 
regulations and safety instructions in this manual must be observed. 

 When installing and operating the transmitter, the national requirements of Ex-
plosion Protection Regulations, Industrial Health and Safety Regulations and 
Equipment Safety Regulations as well as generally accepted rules of engineering 
and these operating instructions must be observed. 

 VAPORIX-Flow and VAPORIX-Control II are subject to explosion protection and 
environmental approvals and are therefore only allowed to be repaired by FAF-
NIR or companies authorized by FAFNIR. In case of failure, always the complete 
transmitter must be replaced. 
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3.2.1 Installation of VAPORIX-Flow in the dispenser 
 

 
Figure 3: Examples - Installation positions of VAPORIX-Flow 

When installing the VAPORIX-Flow the following installation conditions must be fulfilled 
(see Figure 3): 

• The installation of the VAPORIX-Flow is done in the vapour recovery pipe up-
stream of the pump and any existing control valve. 

• The mounting position is vertical with the inlet section on top. The flow direction 
is embossed on the sensor casing. 

 The flow direction arrow must point from the top to the bottom. 
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• In front of the transmitter a straight vapour pipe (inlet section), smooth or corru-
gated, is required with a length of minimum 50 mm and an inner diameter of  
8 … 12 mm. 

• The inflow into the inlet section may be done with a minimum radius of 50 mm. 

• The inlet section can be connected using a standard fitting.  

• The connection to the outlet section of the transmitter can be done in any form. 
The direct mounting of a 90° degree fitting is also permitted. 

• The casing of the VAPORIX-Flow is to be attached vertically in the dispenser with 
the help of clamps. 

 Different installation conditions are permitted only after prior review and writ-
ten approval by FAFNIR. 

 The VAPORIX-Flow is not allowed to be operated with low-volatile media. 
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3.2.2 Measures in case of pulsation 
Due to the pumping process, most vapour recovery pumps in vapour recovery systems 
produce pressure surges which result in a pulsating flow behaviour. This pulsation is very 
prominent in piston and diaphragm pumps. With dual-piston pumps, these effects are 
much smaller than with single-cylinder piston or single-cylinder diaphragm pumps. With 
vane pumps, the pulsation is usually negligible. 
Within the pipeline system, the pressure surges result in reflections and thus can cause 
resonances. The accuracy of the VAPORIX system is affected by the pulsation. The magni-
tude of a possible effect depends on the pulsation amplitude, the average flow velocity 
and the vapour concentration. 
 
To guarantee the accuracy of VAPORIX system, the following additional installation steps 
for the vapour recovery system must be carried out: 

• Diaphragm or piston pumps with proportional valve control  
The pulsation is largely shielded by the proportional valve. However, a minimum 
pipe volume of approximately 50 cc should be complied. This corresponds to a total 
pipe length of approximately 80 cm between sensor and vapour recovery pump, 
with an inner diameter of 9 mm.  
 

• Double piston pumps with speed control  
Here, a minimum pipe volume of approximately 50 cc should also be provided. This 
corresponds to a total pipe length of approximately 80 cm between sensor and va-
pour recovery pump, with an inner diameter of 9 mm.  
 

• Diaphragm or piston pumps with speed control   
Here, the pulsation directly affects the VAPORIX-Flow. Therefore, a pulsation 
damper should be mounted in the line between sensor and pump. Approximately 
10 times of the displacement volume of the pump should be used as pulsation 
damper, which is typically 250 cc. This can easily be realized by a damper pot. The 
FAFNIR condensate separator is a well-proven pulsation damper.  
 

• Pump systems with liquid-controlled proportional valve integrated in the nozzle  
The pulsation of the pump running at full speed directly affects the VAPORIX-Flow. 
Therefore, a pulsation damper should be mounted in the line between sensor and 
pump. Approximately 10 times of the displacement volume of the pump should be 
used as pulsation damper, which is typically 250 cc. This can easily be realized by a 
damper pot. The FAFNIR condensate separator is a well-proven pulsation damper. 
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3.2.3 Connection of the VAPORIX-Flow to the VAPORIX-Control II 
The 8-core connecting cable (4 m long, Ø approx. 6 mm) is an integral part of the sensor. 
To pull the cable through suitable cable glands up to the installation point of the VA-
PORIX-Control II in the head of the dispenser, the plug must be disconnected first and 
again connected finally as shown in the diagram above. 
 

 
Figure 4: Pin assignment of the connecting cable for VAPORIX-Flow - VAPORIX-Control II 

 The cable must not be shortened. 
 

 The cable of the VAPORIX-Flow, which is installed in the vapour recovery pipe 
of the dispenser with the lower fuelling point number, should be labelled with 
letter A for easy identification at the upper end and should be connected ac-
cordingly to the side A of the evaluation unit. Equally, mark the cable of the 
second VAPORIX-Flow with B for connection to the side B. 

 After installation and before first use, please read our tips and recommended 
actions from chapter "Error prevention and troubleshooting". 
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3.3 Technical Data 
Explosion protection:  II 1 G Ex ia IIB T4 Ga 
   II 1/2 G Ex ia IIB T4 Ga/Gb 
Approval: TÜV 99 ATEX 1509, 
 IECEx TUN 08.0008 
Index of protection IP68 
Perm. ambient temperature: -40 °C to +65 °C 
Perm. operating pressure:  max. ATM 
Max. test pressure: 300 kPa 
Connection: Only to the VAPORIX-Control II evaluation unit 
Connecting thread: 3/8“ internal thread 
Connection cable: PVC - partly fuel resistant 
Length: 269 mm 
Weight:  approximately 1100 g 
Material of media  
wetted parts: Brass, stainless steel 1.4401 and 1.4436, zinc plated steel 
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4 VAPORIX-Control II evaluation unit  
4.1 Design and function 
The VAPORIX-Control II evaluation unit is supply and central unit for two VAPORIX-Flow 
transmitters, which are fitted with their 8-pin connectors to the connectors A and B. 

 
Figure 5: VAPORIX-Control II central unit 

The VAPORIX-Control II determines temperatures, gas concentrations and gas flow rates 
of the fuelling points from the measured values of VAPORIX-Flow. 
The dispenser computer delivers the fuel flow as reference values. 
The VAPORIX-Control II compares these data with the vapour flow and outputs a status 
signal, which is signalled by a tricolour LED (see Figure 6). 
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4.1.1 Status indication 
The condition of the evaluation unit, the vapour recovery and the monitoring system (see 
Fig. 6) is indicated by the Status LED and Supply LED with different colours and blinking 
codes. 

 

Figure 6: VAPORIX-Control II status indication 

Status LED 
The blinking of the status LED with pauses shows the set number of days until shutdown. If 
it blinks 3 or 7 times with a subsequent pause, then VAPORIX is in operating mode 2, and 
the fuel dispenser is being switched off after 3 and 7 days in case of remaining failures. If 
the LED blinks continuously without a subsequent pause, then VAPORIX is in operating 
mode 3 and evaluates the individual refueling process only. 
 

Status indication 
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Colour codes 
In mode 2, the colour of the LED indicates the status of the monitoring system: 

• If the LED is green at the 1st blinking, side A of the vapour recovery system is in-
tact. There is no fault. 

• If the LED is green at the 2nd blinking, side B of the vapour recovery system is in-
tact. There is no fault. 

• If the LED is orange at the 1st blinking, there is an error on side A of the vapour re-
covery system, which must be rectified within the country-specific time (3 or 7 
days). 

• If the LED is orange at the 2nd blinking, there is an error on side B of the vapour 
recovery system, which must be rectified within the country-specific time (3 or 7 
days). 

• If the LED is red at the 1st blinking, the time limit has expired at side A and a signal 
is output that switches off the respective dispenser side. 

• If the LED is red at the 2nd blinking, the time limit has expired at side B and a sig-
nal is output that switches off the respective dispenser side. 

Blink codes 
LED is blinking slowly  

with a subsequent pause:  System operates in mode 2 
LED is blinking slowly  

without a subsequent pause:  System operates in mode 3 
LED is blinking quickly: Fuel flow is detected 
LED is blinking very quickly: Vapour flow without fuel flow is detected  
 (e.g. Transmitter connected to wrong dispenser  
 side A or B). Immediately patch the fault, otherwise  
 an alarm is triggered after 10 refuellings. 

Colour codes of the Supply LED (yellow) 

• If the LED lights permanently, the evaluation unit is ready for operation.  
There are no faults. 

• If the LED is blinking slowly, the supply voltage is too low. 

• If the LED is blinking rapidly, the internal supply voltage is too high due to a de-
fect. There is a device error. The evaluation unit must be replaced immediately. 

 In case of a device error the VAPORIX-Control II must be replaced immediately. 
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4.2 Installation 

 When installing and operating the evaluation unit, the national requirements 
of Explosion Protection Regulations, Industrial Health and Safety Regulations 
and Equipment Safety Regulations as well as generally accepted rules of engi-
neering and these operating instructions must be observed. 

 The evaluation unit is not suitable for outdoor installation. 

 It is essential to provide the proper potential equalisation (PA) of the VAPORIX-
Control II. For this, the equipotential terminal on the PCB must be used. 

 The VAPORIX-Control II is subject to national construction approvals and is 
therefore only allowed to be repaired by FAFNIR or companies authorized by 
FAFNIR. In case of failure, always the complete evaluation unit must be re-
placed. 

 
The evaluation unit must be placed outside the potentially explosive area in the dispenser 
head in a suitable position clipped onto a DIN rail. 

 When installing the evaluation unit, note that all plug-in connectors and the 
LED for the event of a service are fully visible and accessible. 

 
Connect the power supply, the transmitters, and data cable from the SECON or the dis-
penser to the VAPORIX-Control II interfaces (see Figure 7). For connecting the switching 
off outputs, please refer to the specifications by the manufacturers of the respective dis-
pensers. 

 Only transmitters certified by a recognized European inspection authority may 
be connected. 

 After installation and before first use, please read our tips and recommended 
actions from chapter "Error prevention and troubleshooting". 

 The VAPORIX-Control II may only be operated in atmospheric environments. 
The operation in flame proof enclosures, such as natural gas dispensers is not 
allowed. 
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 Figure 7: VAPORIX-Control II Connections 
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4.3 Technical Data 
Explosion protection:   II (1) G  [Ex ia Ga]  IIB 
Approval: TÜV 99 ATEX 1508 X, 
 IECEx TUN 08.0007X 
Perm. ambient temp.: -20 … +65 °C 
Power supply: 24 V DC ±5 % 
Connection data   with ignition protection class Ex ia IIB  
per sensor circuit: U0 ≤ 22.2 V 
 I0 ≤ 371 mA 
 P0 ≤ 2.1 W 
 L0 ≤ 440 µH 
 C0 ≤ 510 nF 
 Li < 10 µH 
 Ci < 200 nF 

 For equipotential bonding the terminal clamp of the PCB must be used. 
 
RS-485 2-wire: Data bus for up to 32 filling points, 8N1, 9600 baud,  
 supply (galvanically isolated) via the RS-422 connection 
RS-422 4-wire: RS-422 for dispenser communication, 8E1, 9600 baud,  
Pin assignment: Pin 1, 2, 9, 10: not used  
 Pin 3: TxD B 
 Pin 4: TxD A 
 Pin 5: RxD B 
 Pin 6: RxD A 
 Pin 7: Supply (-) Ground 
 Pin 8: Supply +5 V, 50 mA (green LED) 
PCB dimensions: 114 x 104 x 40 mm 
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5 Fault prevention and troubleshooting 
 (after installation) 
FAFNIR recommends carrying out the following measures before the automatic monitor-
ing system is put into operation. 
 

5.1 Checking the dispenser settings 
The fuel flow speed must not exceed the maximum gas flow speed specified in the certifi-
cate of the vapour recovery system.  
Consider in this context that, after replacing a fuel filter the fuel flow speed can increase. 
 

5.2 Checking the vapour recovery system 
Make sure that: 

• the vapour recovery system is gas-tight (pressure test according to the manufac-
turer's specification) 

• there is no fluid leakage to the vapour recovery system 

• at MPDs (Multi Product Dispenser) the open-close valves for selection of the va-
pour channel open and close correctly under all circumstances 

• at MPDs the assignment of the vapour recovery is properly adjusted (vapour re-
covery pump must start for all Petrol fuels, but must not start for Diesel fuel) 

 

5.3 Check measurements with monitoring system 
FAFNIR recommends carrying out the following measures after installation of the auto-
matic monitoring system: 

• Adjust the vapour recovery system (dry adjustment according to manufacturer's 
specifications). Use only properly maintained instruments, which are in perfect 
condition. For dry adjustment, the vapour recovery system must be free of hydro-
carbons. 

• Check the adjustment by means of a simulation measurement. 

• By means of the status indicator on the VAPORIX-Control (LED blink and colour-
codes) check the function of the automatic monitoring system and the vapour re-
covery system (see section "Design and function" in chapter “VAPORIX-Control II 
evaluation unit"). 

 Carry out some sample fillings (> 20 s and > 25 l/min) or wait for some cus-
tomer fillings and then check the history data using the SECON or the VAPORIX-
Diagnostic program (see separate manual). 
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5.4 Troubleshooting 
To facilitate the troubleshooting and fault analysis, FAFNIR recommends using the FAFNIR 
PC program "VAPORIX-Diagnostic" together with the FAFNIR-Diagnostic-Compendium. 
 
 
5.5 History data 
The history data of VAPORIX-Control II can be read with a PC. This requires the "VAPORIX 
USB adapter". 
Plug the adapter into the USB port of the PC and the RS-422 interface of VAPORIX-Control 
II. The drivers are installed automatically from Windows 7 or higher.  
This creates a virtual COM port, of which the number must be entered in VAPORIX diag-
nostics. 
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6 Maintenance 
6.1 Return shipment 
Before returning any FAFNIR equipment the Return Material Authorization (RMA) by the 
FAFNIR customer support is required. Please contact your account manager or the cus-
tomer service to receive the instructions on how to return goods. 

 The return of FAFNIR equipment is possible only with authorization by the 
FAFNIR customer care. 
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